
WAC 51-52-0404  Section 404—Enclosed parking garages and automo-
bile repair facilities.
404.4 Automobile repair facilities. In buildings used for the repair 
of automobiles, each repair stall shall be equipped with an exhaust 
extension duct, extending to the outside of the building. Exhaust ex-
tension duct over 10 feet in length shall mechanically exhaust at 
least 300 cfm. Connecting offices and waiting rooms shall be supplied 
with conditioned air under positive pressure.
[Statutory Authority: RCW 19.27.031, 19.27.074 and chapters 19.27 and 
34.05 RCW. WSR 13-04-053, § 51-52-0404, filed 2/1/13, effective 
7/1/13. Statutory Authority: RCW 19.27.190, 19.27.074, 19.27.031 and 
chapters 19.27 and 34.05 RCW. WSR 10-03-099, § 51-52-0404, filed 
1/20/10, effective 7/1/10.]
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